Publication No. 75-e23

MEMORANDUM

December 15, 1975

To: Ron Pine
From: Douglas Houck

Subject: North End Sewage Treatment
Plant (Tacoma) Class II Survey

On November 4 Ron Robinson and I went to Tacoma's Morth End Sewage Treat-
ment Plant where we met with Nick Fittante, the head operator. Composite
samplers were set up to take 24 hour composftes from both the influent and
effluent. The influent sampling location was just before the comminutor. The
effluent sampling location was at the end of the chlorine contact chamber. A
250 ml sample was taken every 30 minutes.

Ron and I returned the following day to pick up the composite samples and
do the rest of the inspection. We met again with Nick Fittante and also Dave
Hufford and Mike Minner. Two bactericlogical grab samples were taken. pH and
the chlorine residual were determined and the flow measuring devices checked.

A sample of the plant's distilled water was also taken to be analyzed for copper
and chlorides. It was determined that both the pH and chlorine residual met the
NPDES permit requirements.

The sewage treatment plant measures both the flow entering and leaving.
A 48.25 inch parshall flume measures the flow between the comminutor and the
grit chamber. At the time of the inspection there was a slime and grease
build-up along the wall surfaces. The measuring of the effluent flow is done
with a sharp-crested weir at the end of the chlorine contact chamber. The weir
is only partially contracted as the end contractions are only four inches from
the side walls. To be fully contracted the distance from the sides of the weir
to the sides of the approach channel should be no less than twice the depth of
water above the crest and never less than 1 foot. It was difficult to check the
parshall flume because the flow being pumped from a wet well was constantly
fluctuating. The accuracy of the weir and flume was greater than 90 percent.

The 24 hour composites were split and analyzed by both DOE and the city
of Tacoma. The table below gives the results along with the weekly average
concentration of the NPDES permit.

DOE Tacoma Permit

Influent Effluent Influent Effluent Effiuent
BODs (mg/1) 120 84 170 65 178
T.S.S. %mg/T) 122 41 129 41 140
Fecal Coliforms 35 1500

(colonies/100 ml)

The fecal coliform concentrations was approximately 35 colonies per 10C ml.
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Class II Survey
North End STP (Tacoma)

The city of Tacoma is in compliance with every permit condition but
S4-a. The operator presently in charge of the day-to-day operation of the
plant is not a certified Class III operator but is under a one year stipula-
tion to upgrade to a Class III. Although not stipulated in the permit, the
24 hour composite samples are not being refrigerated during the sampling
period and improved operation and maintenance to keep slime growth and grease
build-up from the sidewalls to a minimum is needed. The city of Tacoma said
that these faults would be remedied in the near future. Overall the treat-
ment plant 1s fairly well maintained and operated.
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5T? Survey Report Form

Efficiency Study

City Tacoma Plant Type Primary Pop. Served 50,000 Design 10 MGD L
Capacity

Paceiving Water  Commencement Bay Perennial _ Intermittent
Doate 11-4/5-75  survey reriod 24 hr. Survey Personnel  Houck, Robinson
Comne. Samnling Fraguengy 30 min. Saﬁpling Alequot 250 ml
Weather Conditions (24 hr) Are facilities provided for complete by-
pass oif raw sewage? Yes No/Freguency of bypass
Reason for bypass Is bypass chlorinated? Yes No
Was DOE Notified? Discharge — Intermittent Continuous

Plant Operation
Total flow How measured
Maximum flow Time of Max.
Minimum flow Time of Min.

Pre Clz #/day Post Cl, #/day

Field Results

Influent Effluent
Determinations Max. Min. Mean Madian Max. Min. Mean Median
Taomn °0 j
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Laboratory Results on Composites

Q

Influent Effluent % Reduction 1bs/day

120 84 30.0%

122 Iy 66%
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Laboratory Bacteriological Results

Lab No. Samonling Cclonies/100 ml (MF) Cl, Residual
Time Total ecal Fecal
Coliform Coliform Strep
1005 40 >0.5
1120 30 . : >0.5
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Additicnal Laboratory Results

\

t
[
=

ppm  —

ppm -~

bpm ~

. Kjeldanl~-N popm -
~-204-P ppm -
—-20,-P ppm - i

[ASE{eS]

|

(&%}
!
=i

T o

(@] 12 e 2

r

e

Nick Fittante Phone No.

Operator's Name

Furnish a flow diagram with sequence and relative size and points of
chlorination.

Type of Collection System

Conmbined Separate Both Estimate flow contributed by sur-
fac

s
ace or ground water (infiltration)

MGD

Plant Loading Information

annual average daily flow rate (mgd) Peak flow rate (mgd)
Dry Dry
Wet Wet
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WASHINGTON STATL DCPARTMENT OF ECOLOGY

FUNICIPAL ~PERMIT
COMPLIANCE - EVALUATION CHECKLIST (Ciass ID

NAME OF FACILITY

‘ | BosTon Was plan/

Ci7h of 7acoma (Molhend FlanT#.3) oo WW

Inspector: /g

»—'-2‘.:'.,_\~
qn‘/faézh 50247 0

3

D82 N LaTeriiew ST 247 £
Permit No: /4 —~DD T P2 /— &

ﬁ.(‘ OM.«) //(/(( : ‘ Reglon: S o7 b ploe=s 7
raciLity RerRessNTATIVE A e K /o Tlanle o= Do e Ao tavd

I. TYPE OF INSPECTION (check one or more):

1. 4~ Annual Compliance Evaluation
2. Grant Compliance

3. Other (specify)

II. COMPLIANCE SCHEDULE

REQUIRED ACTION SCHEDULED DATE 0¥ SCHEDULE BEHIND SCHEDULE

SZ Irs £re { % 5% S e

W&&& klo_ig.,zi &fﬁﬁ_juﬂ&ﬁ.l“ Oy — f10 OFF

I1I. EVALUATION OF TREATMENT FACILITY

1. Operation and Maintenance S 1] 4. Alternate Power Source YES 8O &

0 & M Manual Avaflable YES L~ ®e_nol one mawnval 3
"%‘Tu s ¢

FiNE€o ;s on Te 5. Flow Measurement Device

2. Sludge Handling Practices s V¥ u_

3. Chlorination Equipment s _& U

IV. SAMPLING AND LABORATORY PROCEDURES

1. Sampling Locations s ‘/U 3. Analytical Procedures

/
/ .

'S
S

U
u

2. Sampling Procedures S Y AZ g:;'o;/;:;/(, 4. Record Keeping

V. EFFLUENT CHARACTERISTICS

1. Samples Collected YES t/ HO
Feca/~_Yes Grab; 2.4 wrs. composite; VEeS Split
2. Llab results attached YES ¢~ WO

3. Effluent Appearance (check {f visible)

[
011 and grease £}/ ; suspended or settleable solids Z2¢) 5 floating solids or foam So™. Lther {specify)

ECY 080-50{1) {over)



¥I. EFFLUENT LIMITATIONS

Permit Condition Self-Monitoring Data R
Parameter Monthly Average Weekly Average Monthly Average . Weekly Average
Conc. 1b./day Conc, =~ 1b./day Conc. Ib./day Conc. 1b./day
a. BODg
b. SS
c. Flow
d. pH

e. Fecal Coliform

Sdrvex Data
Permittee Results D.0.E. Results
Parameter
Conc. 1b./day Conc. ib./day
a. BODs
b. SS
c. Flow
d. pH
e. Fecal Coliform
VII. RECEIVING WATER VIDLATIONS: YES NG Unknown __ g~ (attach Jab resuits 1f sample taken)

Nature of Vielaticn

YIII. SUMMARY OF EVALUATICN
In compliance:  YES l/ NO

Items not in compliance:

Effluent Limitations ___Rlternate Power

Compliance Schedule Other

IX. RECOMMENDATIONS:

£~ Mo Action Revise Permit Other £eL V7 oot o o DL o2°
Further Information _Follow-Up Letter Tois —chec Sl s? o '

/ Improved 0 & M . Enforcement Action WM/‘

REMARKS: .
Lhés plant appears To be ice //QPWMMM
60 Zey house Ketoo/ 41 }LMMLMMWMWC
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STATE OF WASHINGTON ORIGINAL TO:

DEPARTMENT OF ECOLOGY  amessor ™

WATER QUALITY LABORATORY TTTTitTmereces

DATA SUMMARY 1AB

Scurce Rug,-r“u STe Collected By . Hoves

Date Collected [i- ‘ﬂb"?f

Loz Number: '?S'- 5’1;7 {g l? 2o 21

i;sr.
Station: ~lave |egs loos | {20 L‘;}Z
pH

Turbidity (JTU)

Conductivity (umhos/cm)@ng

COoD

BOD (5 day) (2o0.| €Y,

Total Coliform (Col./100ml)

: €Sy | & Sr
Fecal Coliform {Col./100m1l)] ™ ) 33

NC3-K (Filtered)

NOZ-N (Filtered)

NH3 -

e

{Unfiltered)

T. Xieldahl-N (Unfiltered)

0-P04-P (Filtered)

Total Phos.-P (Unfiltered)

Total Solids

Total Non Vol. Solids

Total Suspended Solids jz2 | Ui

Total Sus. Non Vol. Solids

ChioAideg {l.

Copper ‘ £.0]

Note: All results are in PPM unless otherwise specified. ND is 'None Detected!



